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Fireball Extinguisher.
Fire Extinguis-her Ball with Brand Name "Fireball".
QuantitY:02 Nos.

Fire Extinguisher Ball with Brand Name "Fir6ball".
B. No. FBAR0820{00{'
MFG Dt. 26 AUG aOZO; EXP. Dt. 25 AUG 2023'
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Annexure

As desired the sample described as FIREBALL EXTINGUISHER has been rested for the
parameters as per the Manufacture's enclosed specification:-

( Aniruddha Mukherjee )
Scientific Assistant (Mech.)
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I of I

following

Observations

Dimension:

Diameter of Fire Ball Extinguisher, mm.

ii) Weight of Fire Ball Extinguisher, Kg.

Performance Test:

i) Drop Test:
After dropping rhe Fire Ball Extinguisher on
concrete floor from the height of 7 Feet.

Satisfactory
Body of the ball was not damaged.

Crack and leakage was not observed.

ii) Activation Time :

Time taken to activate the Fire Ball
Extinguisher after dropping in wood fire.

Fire Ball Extinguisher bursts at l l
second after dropping in wood fire.

Tested bv Checked by

surrd6. Pingate
Scientist B (NDT)

Approved

( M.R.wagh )
Scientist C (Mech.)
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